
 Flex™F.O.T Installation Instructions for F.O.T. Flex

Please read all instructions prior to installation and keep for future 
reference!
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1. PRODUCT TO BE INSTALLED BY A QUALIFIED ELECTRICIAN.
2. USE ONLY WITH CLASS 2 POWER UNIT
3. 24 VOLTS DC
4. SUITABLE FOR WET LOCATIONS

5. SURFACE MOUNT ONLY
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CAUTION: Reference diagram below for Bending radius during the installation.

Do not bend F.O.T.™ Flex strip further 
than a 7’’ diameter.

Twisting F.O.T.™  Flex, will cause damage to the LED and optics.
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Installation with Extrusion

1

Suggested offset from wall 2”-4”.
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B1

B2

Installation with Clips

20” Typical

20” Typical
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B3

Wiring

1
3.1

1.1 Connect +24 VDC red wire from the Kurba 
to the power supply +24  VDC red wire. Connect 
-24VDC black wire from the Kurba to power supply 
-24VDC black wire.

class II
power 
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120 VAC 24 VDC to F.O.T ® Flex Fixture
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